
City of Rye Fire Department
Office of the Fire Inspector
15 Locust Ave
Rye, NY 10580
(914) 967-4530

 Fire Safety Inspection Report (Initial)
Inspection Status Inspected by Completed at

Completed with fail Clyde Pitts 03/22/2024 13:30:00

Vincent's Fine Jewelry                                      
                                                                         
81 PURCHASE ST                                                             
RYE NY, 10580                                                                 

Vincent Perugini                                                 
Business Owner                                                     
(914) 960-1332                                                     
vincentperugini@gmail.com                                   

                                                         

Occupancy Class:   B Inspection Contact:  Vincent Perugini

Take notice that the following violations of the New York State Uniform Fire Prevention & Building
Code and/or the Code of the City of Rye, NY were found to exist at, 81 PURCHASE ST, in the City of
Rye, NY on 03/22/2024 13:30:00.  The person or entity served with this Order to Remedy must
completely cure each violation described in this Order to Remedy by 04/07/2024. You are further
directed to contact the Fire Department during normal business hours to schedule a re-inspection of
the premises to confirm full compliance with all applicable codes, laws, rules & regulations.
                                                                                                                                                                   
Be advised that your failure to correct all violations is a crime punishable by fine, imprisonment
or both.

Re-Inspection scheduled to be conducted on or after 04/07/2024.

PORTABLE FIRE EXTINGUISHERS (PFE’S):

Fail

ITEM: Are PFE’s installed throughout the space & on the premises as required by code.

CODE: NYSFC - 906.1 - Where required - Portable fire extinguishers shall be installed in
all of the following locations:
1. In new and existing Group A, B, E, F, H, I, M, R-1,
R-2, R-4 and S occupancies.
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Exceptions:
1. In Group R-2 occupancies, portable fire extinguishers
shall be required only in locations specified in Items 2 through 6 where each dwelling unit
is provided with a portable fire extinguisher having a minimum rating of 1-
A:10-B:C.
2. In Group E occupancies, portable fire
extinguishers shall be required only in
locations specified in Items 2 through 6
where each classroom is provided with a
portable fire extinguisher having a minimum rating of
2-A:20-B:C.
2. Within 30 feet (9144 mm) distance of travel from commercial
cooking equipment and from domestic cooking
equipment in Group I-1; I-2, Condition 1; and R-2 college
dormitory occupancies.
3. In areas where flammable or combustible liquids are
stored, used or dispensed.
4. On each floor of structures under construction, except
Group R-3 occupancies, in accordance with Section 3315.1.
5. Where required by the sections indicated in Table
906.1.
6. Special-hazard areas, including but not limited to laboratories, computer rooms and
generator rooms, where required by the fire code official.
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FIRE ALARM SYSTEM & SMOKE DETECTORS:

Fail

ITEM: Is the fire alarm system inspected, tested & maintained in accordance with NFPA
72

REMARK: 

Need Alarm Report (in accordance with NFPA 72)

CODE: NYSFC - 901.6.1 - Standards. - Fire protection systems shall be inspected, tested
and maintained in accordance with the referenced standards listed in Table 901.6.1.

EXITS, MEANS OF EGRESS & OCCUPANCY:

Fail

ITEM: Are all exit signs illuminated at all times

REMARK: 

Need lighting report (must be tested for a minimum of 90 minutes under emergency
power)

CODE: NYSFC - 1013.3 - Illumination. - Exit signs shall be internally or externally
illuminated.
Exception: Tactile signs required by Section 1013.4 need not be provided with
illumination.
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