City of Rye Fire Department

g,e: g x ‘fg:\ Office of the Fire Inspector
= 15 Locust Ave
PN, Rye, NY 10580

Phone: (914) 967-4530
Fax: (914) 967-8761

Tank Removal Inspection Report

Inspection Status Inspected by Completed at
Completed Clyde Pitts 11/19/2024

Address: 43 OAKWOOD AVE - RYE, NY 10580

Owner Information: Contractor Information:
Francis Riordan Madison Environmental & Tank Services
(914) 276-8690

Tank Removal:
ITEM: Tank Removal

RESULT: Without Contamination

ITEM: Location

RESULT: Above Ground




ITEM: Tank Quantity

RESULT: 275 gallon

ITEM: Additional Comments:

RESULT: 275 gallon above ground tank removed with no contamination.
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