
City of Rye Fire Department
Office of the Fire Inspector
15 Locust Ave
Rye, NY 10580
(914) 967-4530

Non-Annual Fire Safety Inspection Report
(Final)

Inspection Status Inspected by Completed at
Completed Ryan Prata 04/17/2025 14:30:00

Le Beastro                                                          
                                                                         
 1005 BOSTON POST RD                                                 
  Unit #1                                                                         
RYE NY, 10580                                                                 
9149210279                                                                      

Lisa Cibelli                                                          
Business Owner                                                     
(914) 921-0279                                                     
Lisacibelli@gmail.com                                           
                                                         

Occupancy Class:   B Inspection Contact:  Lisa Cibelli 

Take notice that the following violations of the New York State Uniform Fire Prevention & Building
Code and/or the Code of the City of Rye, NY were found to exist at, 1005 BOSTON POST RD, in the
City of Rye, NY on 04/17/2025 14:30:00.  The person or entity served with this Order to Remedy
must completely cure each violation described in this Order to Remedy by . You are further directed to
contact the Fire Department during normal business hours to schedule a re-inspection of the premises
to confirm full compliance with all applicable codes, laws, rules & regulations.
                                                                                                                                                                   
Be advised that your failure to correct all violations is a crime punishable by fine, imprisonment
or both.

Next inspection scheduled to be conducted on or after 03/13/2028

FIRE ALARM SYSTEM & SMOKE DETECTORS:

Resolved

ITEM: Is the fire alarm system inspected, tested & maintained in accordance with NFPA
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REMARK: 

Need a copy of the fire alarm testing/ maintenance report

CODE: NYSFC - 901.6.1 - Standards. - Fire protection systems shall be inspected, tested
and maintained in accordance with the referenced standards listed in Table 901.6.1.

EXITS, MEANS OF EGRESS & OCCUPANCY:

Resolved

ITEM: Are all exit signs illuminated at all times

REMARK: 

-some found not working

-Need a copy of the emergency light maintenance and testing report showing all
signs were tested at a minimum of 90-mins under emergency power

CODE: NYSFC - 1013.3 - Illumination. - Exit signs shall be internally or externally
illuminated.
Exception: Tactile signs required by Section 1013.4 need not be provided with
illumination.
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