
City of Rye Fire Department
Office of the Fire Inspector
15 Locust Ave
Rye, NY 10580
(914) 967-4530

Non-Annual Fire Safety Inspection Report
(Final)

Inspection Status Inspected by Completed at
Completed Iarocci, Ryan 08/18/2025

Lorono Construction                                        
                                                                         
 27 NURSERY LN                                                             
  --                                                                                     
RYE NY, 10580                                                                 

Mario Vitti                                                           
Business Owner                                                     
9144906824                                                           
Mario.vitti@gmail.com                                           
                                                         

Occupancy Class:   Inspection Contact:  Mario Vitti

Take notice that the following violations of the New York State Uniform Fire Prevention & Building Code
and/or the Code of the City of Rye, NY were found to exist at, 27 NURSERY LN, in the City of Rye, NY
on 08/18/2025.  The person or entity served with this Order to Remedy must completely cure each
violation described in this Order to Remedy by . You are further directed to contact the Fire Department
during normal business hours to schedule a re-inspection of the premises to confirm full compliance
with all applicable codes, laws, rules & regulations.
                                                                                                                                                                     
Be advised that your failure to correct all violations is a crime punishable by fine, imprisonment
or both.

Next inspection scheduled to be conducted on or after 07/03/2028

FIRE ALARM SYSTEM & SMOKE DETECTORS:

Pass

 ITEM: Is a fire alarm system provided in existing buildings as per section 907.3.1 &
907.3.2
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EXITS, MEANS OF EGRESS & OCCUPANCY:

Pass

 ITEM: Are the means of egress and exit discharge illuminated at all times the building is
occupied

Pass

 ITEM: Are exits & exit enclosure continuously maintained free from obstructions or
impediments

Pass

 ITEM: Is the means of egress free from obstructions including accumulated ice/snow

Pass

 ITEM: Are exits maintained unobstructed by furnishings, decorations, draperies, mirrors,
etc.

Pass

 ITEM: Are existing emergency escape & rescue openings maintained as per this section

Pass

 ITEM: Are egress doors provided and maintained as required by this section

Pass

 ITEM: Are public aisles in group B & M occupancies maintained at least 36” wide where
fixtures are placed on one side of the aisle & 44” wide where fixtures are placed on both
sides

Pass

 ITEM: Are non-public / non-accessible aisles serving less than 50 people maintained at
least 28” wide, or at least 36” wide where serving 50 or more people
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COMBUSTIBLE STORAGE & WASTE MATERIALS:

Pass

 ITEM: Is combustible rubbish stored so as not to create a nuisance or hazard to the
public

Pass

 ITEM: Is building maintained free from stored fueled equipment (motorcycles, mopeds,
mowers, etc.)

Pass

 ITEM: Are combustible materials properly stored & separated from ignition sources

Pass

 ITEM: Is the building(s) and premises maintained free from accumulated combustible
waste material(s)

Pass

 ITEM: Is property free from weeds, grass, vines or other growth capable of being ignited

Pass

 ITEM: Is storage maintained 24” or more below the ceiling in non-sprinklered buildings,
and 18” or more below sprinkler head deflectors in sprinklered buildings

Pass

 ITEM: Are exits & exit enclosures maintained free from stored combustible materials

Pass

 ITEM: Are boiler, mechanical & electrical rooms maintained free from stored combustible
material

ELECTRICAL:
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Pass

 ITEM: Are electrical service equipment areas properly illuminated

Pass

 ITEM: Is the building free from open wiring spliced electrical connections

Pass

 ITEM: Are electrical motors maintained free from accumulated oil, dirt & debris

Pass

 ITEM: Is the building free from modified / damaged wiring, devices, appliances,
equipment, and maintained free from electrical hazards

HEATING SYSTEMS:

Pass

 ITEM: Are all heating appliances properly installed & maintained in a safe working
condition

Pass

 ITEM: Are all fuel-burning appliances & equipment connected to an approved chimney or
vent

Pass

 ITEM: Are heating appliances maintained with proper clearances from combustible
material

Pass

 ITEM: Are safety controls for fuel-burning equipment maintained in effective operation

Pass
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 ITEM: Is the fuel-burning equipment provided with adequate combustion & ventilation air

MISCELLANEOUS:

Pass

 ITEM: Are approved address and building numbers properly placed & plainly visible from
the street

Pass

 ITEM: Are openings through fire resistance rated assemblies properly protected and
maintained

Powered by TCPDF (www.tcpdf.org)

                                      5 / 5

Inspection #RFN-2025-0000118-2

http://www.tcpdf.org

